Glass infill Spiders systems 
These connectors have been designed and tested in accordance to TRAV (building material code A, part 3, sequential number 12).  For the construction fall-secured glazing of category C1 according to the technical regulations for the application of fall-secured glazing (TRAV) is used.

The fall-secured glass infill is connected to the post by fix points which are mounted to the glass through drillings.  The glazing for LSG is made of toughened safety glass.
For LSG, the regulations of the building material code A part 1 sequential number 11.8 have to be applied.  Depending on the dimensions of the panel, the LSG panels have to consist of two toughened safety glass panels with the thickness stated in the table.  The panels can be rectangular or shaped like a parallelogram.

Applied test procedures:

The verification of the load capacity under impulsive impacts has been provided from the front and from the rear side.  The requirements of the TRAV have to be met.

The load capacity of the glazing and its fixation (fitting, screw connection) under impulsive impacts has been verified for the application with general building test certificate.

